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FIXTURE: LED205, GALLEON ASSY# L21KLED21S4BLMC (BLACK) 0. ' 044 =0, 6
MOUNTING HEIGHT: 30 FT POLE ASSY# PLS30ABDSQBLC (BLACK)
LIGHT SOURCE: LED'S, 4000K, 70 CRI BRACKET ASSY# LBKTSBUBLC (BLACK) 09
PATTERN: TYPE IV, B3-U0-G4 (zero light at or above 90 degrees)
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CH4A COOPER LIGHTING CP205 4 1/POLE 30'MT HT 2 ' ' ' ' 0
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