PROVIDE MJ GATE VALVE IF MAIN IS TO BE EXTENDED AT A LATER DATE. IF GATE VALVE
IN MAIN IS FURNISHED, THE 2" THREADED GATE VALVE IS NOT REQUIRED. IF MAIN IS A
PERMANENT DEAD END, THE MJ GATE IS NOT REQUIRED AND THE 2" THREADED GATE
VALVE WILL BE FURNISHED.
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NOTE: PROVIDE BLOWOFF STANDPIPE ELBOW

CONSISTING OF 2-FOOT LENGTH OF SCH 40
BRASS PIPE, ONE THREADED UNION AND
ONE THREADED ELBOW.
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